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SPECIAL CONDITIONS FOR OPERATING PERMIT
A Legend to Abbreviated Terms found in the follogvihables is located in Section 28 of the Operating
Permit.

1. PERMITTED ACTIVITIES

l. In accordance with the provisions of 310 CMRO7Appendix C and applicable rules and
regulations, the Permittee is authorized to opexiatemission units as shown in Table 1 and exeamut,
insignificant activities as described in 310 CMROAppendix C (5)(h) and (i). The units descrilied
Table 1 are subject to the terms and conditionsvsha Sections 4, 5, and 6 and to other terms and
conditions as specified in this permit. Emissibmosn the exempt activities shall be included in tibel
facility emissions for the emission-based portiérthe fee calculation described in 310 CMR 4.00 and
this permit.

Il. DESCRIPTION OF FACILITY AND OPERATIONS

A. The Permittee is named ANP Blackstone Energy faomy, LLC (ANP) with a place of
business located at 204 EIm Street, Blackstonesbtdmisetts operating an electric generating facilit
The power generating facility consists of two platgdower trains, each including an ABB GT-24 gas
turbine rated at approximately 180 megawatts (MVtpot capacity (210 MW with steam
augmentation), an unfired exhaust heat recoveanstgenerator, a steam turbine, an electric
generator, air cooled condenser and auxiliary eqarmd. Major auxiliary equipment associated with
the facility includes a control room, CO oxidaticetalysts, SCR catalysts for NOx control, ammonia
storage tanks, a continuous emission monitoringeay$CEMS), two small emergency diesel
generators, one diesel fire pump, a waste oil bumpatural gas raw water heater and natural gas
dew-point heater.

B. The turbine generators have a total heat ingpécity of approximately 3,630 MMBtu/hr (HHV)
at an average ambient temperature F58ith no steam augmentation. Maximum total heatiin

during steam augmentation will be 4,367 MMBtu/hH¥Hat 0°F ambient). The hot exhaust gases
exiting the turbines pass through two unfired meabvery steam generators (HRSG) that recover the
heat from these gases to produce steam. Steamcpduthe HRSGs is fed into two steam turbines to
generate a nominal output of 190 MW (170 MW dusiteam augmentation) of electrical power. The
HRSG houses an 80% efficient carbon monoxide (@@jlyst at maximum continuous uncontrolled CO
emissions (50% gas turbine load) followed by an amminjection grid and the SCR catalyst for
control of nitrogen oxides (NOXx).

C. The facility is designed to operate continuo84 hours per day, 7 days per week) except for
equipment downtime (to allow for servicing, mairdane and repair activities) and during low periods
of electrical demand. Each turbine generatoragdinatural gas as the only fuel. There will be no
backup fuel.

D. The emissions from each turbine are emittethécaimbient air through individual new steel
stacks, the tops of which shall be 180 feet abawargl level and have an inside exit diameter of 18
feet which will provide for a maximum exit velociof 63 feet per second at a temperature of 176°F
under the maximum exhaust flow condition.



ANP Blackstone Energy Company, LLC
Final Operating Permit
Transmittal No. W027087
Page 4 of 43

2. EMISSION UNIT IDENTIFICATION

The following emission units (Table 1) are subjecand regulated by this operating permit:
Table 1

DESCRIPTION OF EMISSION POLLUTION CONTROL
EU# UNIT EU DESIGN CAPACITY DEVICE

Selective Catalytic Reduction §

EU #1 | ABB GT-24 Combustion Turbine 2183 MMBtu/hr input ;
Carbon Monoxide catalysts

Selective Catalytic Reduction §

EU #2 | ABBGT-24 Combustion Turbine 2183 MMBtu/hr input Carbon Monoxide catalysts

3. IDENTIFICATION OF EXEMPT ACTIVITIES

The following are considered exempt activitieséo@dance with the criteria contained in 310 CMB07.
Appendix C (5)(h):

Table 2
DESCRIPTION OF CURRENT EXEMPT ACTIVITIES REASON

The list of current exempt activities is contaitrethe Operating Permi
application and shall be updated by the Permitteeftect changes at 310 CMR 7.00: Appendix C (5)(h
the facility over the permit term. An up-to-datgyg of exempt R
activities list shall be kept on-site at the fagiand a copy shall be
submitted to the Department’s Regional Office.

4. APPLICABLE REQUIREMENTS

A._EMISSION LIMITS AND RESTRICTIONS

The Permittee is subject to the emission limit$fieons as noted below and as contained in Table
3A, and 3 B.

A. Limits During Emergency or Malfunction

1. The Permittee shall not be automatically shiélem enforcement action brought for
noncompliance with emission limitations specifiadhis permit as a result of an "emergency"
and/or "malfunction”. “Emergency” and “malfunctiocare defined in table 6 of this operating
permit.

2. An emergency and/or malfunction may constitut@firmative defense to an action brought
for noncompliance with emission limitations if tRermittee demonstrates the affirmative
defense of emergency or malfunction through prepggned, contemporaneous operating logs
and other relevant evidence that shows that:

a) an emergency or malfunction occurred and treat#use(s) of the emergency or
malfunction can be identified,;
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b) the facility was at the time being properly agied;

C) during the period of the emergency or malfuntctibe Permittee took all reasonable
steps as expeditiously as possible to minimizel$emeemissions that exceeded the
emission standards, or other requirements in &ris; and

d) the Permittee submitted notice of the emerg@mayalfunction to the Department in
writing within three (3) business days of the eme@iy or malfunction. The written
notice must contain a description of the emergamayalfunction, any steps taken to
mitigate emissions, an estimate of the quantitgroissions released as a result of the
emergency or malfunction and any corrective acttaken.

In any enforcement proceeding, the Permittealeburden of proof in establishing the
occurrence of an emergency or malfunction.

If an emergency episode requires immediateipatibn to any government agencies, the
Permittee shall make timely notification to the agiate parties as required by law. An
exceedance of emission limits in Table 3 due teraergency or malfunction shall not be
deemed a ‘federally permitted release’ as that isrased in 42 U.S.C section 9601(10).

The Permittee shall not be shielded from enfoer@ for any emission exceedances that would
result in a predicted exceedance of any healthdoais@uality standards.

Annual Emissions

The Permittee shall comply with the annual emissieferenced in Table 3B based on a
rolling 12-month total.

Averaging Time

The Permittee shall comply with the "Ib/MMBtu",pm", and "lb/hr" emission limits
referenced in Table 3 based on a one-hour blociagee
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The Permittee shall comply with the emission linsigcified in Table 3. The emission limits are yoeit
based upon one hour block average @ 50% load ategre

Table 3 - Emission Limits EU 1 and EU'2?

10% at any time.

Load % 100% | 75% 50% [>100% -+ SteanApplicable Regulation or Plan Approv Restrictions
Augmentation
NOx Ib/hr Transmittal #118969, 310 CMR 7.28, [Natural Gas shall b
14.7 11.8 9.0 21.0 40 CFR PART 60 Subpart GG the sole source of fuel.
: There is no standby
CO Ib/hr 11.0 12.0 546 12.0 Transmittal #118969 el
- Sulf
5
VOC Ib/hr® 36 29 39 98 Transmittal #118969 content in natural gas|
- shall not exceed 40
PM Ib/hr 23.9 191 14.6 26.2 Transmittal #118969 CFR Part 75 Appendi
_ D to Part 75 Section
SO, Ib/hr 46 37 28 5.0 Transmittal #118969 2.3.1.4 Documentatio
. that Fuel is Pipeline
NH; Ib/hr 5.4 4.3 3.3 5.9 Transmittal #118969 Natural Gas and per 4
. CFR Part 60.333
NOXx s  |[Transmittal #118969, 310 CMR 7.28, |Z
Ib/MMBtU 0.007 | 0.007 | 0.007 0.013 40 CER PART 60 Subpart GG SFan_dard For Sulfur
Dioxide
CO Ib/MMBt| 006 | 0.008 | 0.045 0.006 Transmittal # 118969
VOC 0.002 | 0002 | 0003 0.005 Transmittal # 118969
Ib/MMBtu ' ' ' '
PMIb/MMBU| 0015 | 0012 | 0.012 0.012 Transmittal # 118969
SGIb/MMBH | 002 | 0.002 | 0.002 0.002 Transmittal #118969
NH; Ib/MMBtu| 0.003 | 0.003 | 0.003 0.003 Transmittal #118969
NOx ppmvd Transmittal #118969, 310 CMR 7.28§,
swo | 20| %0 | 20 35 140 CFR PART 60 Subpart GG/310 Cl
7.19 (7)
COppmvd @ 3 4.0 20.0 30 Transmittal #118969
15% G ' ' ' ]
VOC ppmvd @ 1 4 1.4 25 35 Transmittal #118969
15% G, ® ' ' ' '
NH; ppmvd @ 2.0 2.0 2.0 2.0 Transmittal #118969
15% G
NOx See Special Terms and Conditions, Table 8 NRC.28
Opacity |50% load and aboveOpacity shall not excee Transmittal #118969

o

—

EU #1 and
EU #2

(1) Short-term emission limits specified in theléahbove are per unit based upon one hour blodlkagee

unless otherwise specified and apply @ 50% loagteater.

temperature.

under the various load conditions.

(5) VOC expressed as Glfimethane).
(6) Limit base on >100% load —steam injection @0

(2) Except where noted hourly emission rates whilening natural gas are presented here based ocarfient

(3) The Ib/MMBtu (pound per million Btu) emissioimits are worst case values based on HHV.
(4) Emission limits at intermediate loads are claliad based on linear interpolation of Ib/MMBtu pdrlimits.
Emission limits in Ib/MMBtu are based on HHV. Opthation testing shall establish actual emissioritim
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The Permittee shall comply with 8 ART-UP and SHUT-DOWN emission limits presented in Table
3A.

Table 3A
EU# Emission Limits-Startup and Shutdown

EU #1 and

EU#2 Pollutant Startup Shutdown
NOx 700 1b/3 hour average 500 Ib/1 hour average
Cco 600 Ib/3 hour average 335 Ib/1 hour average
NH; 40 Ib/3 hour average 40 Ib/1 hour average

Opacit In compliance with 310 CMR In compliance with 310 CMR

pactly 7.06(1)(a) 7.06(1)(a)

Startup
A “hot/warm start” is defined as the maximum duwatof time to achieve emissions compliance reptetien

of steady-state operation (emission rates not teexk those listed in Table 8) nominal 50 percent load with
the turbine offline for 24 hours or less. A "hotiwastart” operation shall not exceed 180 minutes.

A “cold start” is defined as the maximum duratichtime to achieve emissions compliance represewstaif
steady-state operation (at emission rates notdeeskthose listed in Table 3) at nominal 50 pertoesd with the
turbine having been off-line for a period greakent 24 hours. If the turbine has had less thamiigQtes of flame
time in the 24 hours preceding a start, the stélrbe considered a cold start. A “cold start” kladso comply with
Table 3A limits. A "cold start" operation shalltrexceed 240 minutes.

Shutdown

A "Shutdown” is defined as the maximum duratioriofe from emissions compliance representative eddy-
state operation (at emission rates not to exceeskthisted in Table 3t 50 % percent nominal load to “no
flame”. A "shutdown" operation shall not exceedmbidiutes.

Protective Load Shed (PLS)

A "Protective Load Shed (PLS)" event is definedressmaximum duration of time from emissions compia
representative of steady- state operation (at émnisates not to exceed those listed in Tablat®0 % percent
nominal load to a safe operating level. Durind?&S" event, the unit will have 240 minutes to achie
emissions compliance representative of steady-staeation (emission rates not to exceed thosedlist Table
3) at 50 percent nominal load. During a "PLS" evémd, unit will not exceed the combined sum of theoB+
startup and 1-hour shutdown limits per table 3Assioin limits. A "PLS" operation shall not exceetD2
minutes.
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The Permittee shall comply with the annual longatemissions presented in Table 3B as a requirement
of the final 7.02 air plan approval (transmittalt8969).

EU# Table 3B
Annual Long Term Emissions Limit3
Pollutant (Annual Emissions)Tons Per Year
Sulfur Dioxide 40
Particulate Matter 209.
. . 1519
Nitrogen Oxides
. 437
EU# 1 and #2 Carbon Monoxide
Volatile Organic Compound3 e
Sulfuric Acid
21
47
Ammonia

(2) Annual emissions (tons per year) are faciliijgevemissions and are based on a
rolling 12-month total.

(2) Includes 3.0 tons from two emergency diesekgators, a waste oil burner, a
natural gas raw water tank heater, natural gaspem-heaters and one diesel fire
pump. The combustion turbine total annual NOx eroiss of 148 tpy corresponds
to a rolling 12-month NOx emission rate of 2.3 pph@® 15% Q.

3) Includes allowance for startup/shutdown andceillaneous sources.

4) Includes breathing and working losses of thenamia storage tanks.
(5) VOC expressed as Methane.

B. COMPLIANCE DEMONSTRATION

The Permittee is subject to the monitoring, testiegord keeping, and reporting requirements as
contained in Tables 4, 5,and 6, and 310 CMR 7.@peAdix C (9) and (10) and a requirement of the
final plan approval Transmittal #118969 dated Mat6h2001.
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Table 4

EU# MONITORING / TESTING REQUIREMENTS

MONITORING:
In accordance with the provisions of the final 7ad2quality plan approval (transmittal # 118969)
the Permittee is subject to the terms and conditmasented in Table 4 and to other terms and
conditions referenced herein.

A. The Permittee shall calibrate, test apdrate a Data Acquisition System(s) (DAS) and
stack continuous emission monitors (CEMs) to mesmaund record the following:
EU #1 1) Oxygen (Q
and #2 2) Oxides of Nitrogen (NOx)

3) Carbon Monoxide (CO)
4) Ammonia (NH)

B. The Permittee shall ensure that all stack mosiémd recording equipment comply with
Department approved performance and location dpatidns, and conform with the EPA
monitoring specifications in 40 CFR Part 60.13 48dCFR Part 60 Appendices B and H,
and all applicable portions of 40 CFR Parts 72 &#nd

C. The Permittee shall use and maintain its CENkesysas "direct-compliance" monitors to
measure NOx, CO, £fand Ammonia. "Direct-compliance” monitors genemata that
legally documents the compliance status of a soufte Department shall utilize the data
generated by the "direct-compliance" monitors, D&fbgnized emission testing or other
credible evidence for compliance and enforcemerpgses.

D. The Permittee shall comply with all the applieaimonitoring requirements contained in
40 CFR Parts 72 and 75 (Acid Rain Program), andCI® 7.28 (NQ Budget Rules).

E. The Permittee shall equip the CEMs with audiid visible alarms to activate when
emissions exceed the limits established in Tald&tBis operating permit.

F. The Permittee shall operate each CEM at alldiafdlame-on (i.e., GT fuel combustion)
except for periods of CEM calibration checks, za&nd span adjustments, preventive
maintenance, and periods of malfunction.

G. The Permittee shall obtaid eecord emission data from each CEM for at le&%b of the
emission unit operating hours per day, for at |&&8b6 of the emission unit operating houirs
per month, and for at least 90% of the emissiohaperating hours per quarter.
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Table 4 continued

EU#

MONITORING / TESTING REQUIREMENTS

EU #1
and #2

All periods of excess emissions, even if attidifale to an emergency/malfunction,
startup/shutdown or equipment cleaning, shall tfied and included in the
determination of annual emissions and compliantle thie annual emission limits as
stated in Table 3B of this operating permit.

The Permittee shall determine continuous compkawith the VOC emission limits
(short-term and annual) contained herein by moinigo€O emissions with the CO CEM

Any period of excess emission of CO shall cas period of excess emission of VOC
and the excess emission of VOC shall be accumutateards the 49 tons per year anny
emission limitation for VOC.

If the gas turbine is operating below 50% |othe, VOC emissions shall be considered &
occurring at the rate determined in the initiatktgest for startup.

If the gas turbine is operating at 5fad or greater, and if CO emissions are below th
CO emission limit at the given gas turbine opegatanditions, the VOC emissions shal
be considered as meeting the emission limits coethin this Operating Permit.

If the gas turbine is operating at 50% load @ager, and if CO emissions are above the
CO emission limit at the given gas turbine opegatanditions, the VOC emissions shal
be considered as occurring at a rate determinedeogquation:

Vocactuat:voclimit (Coactua/CQimit) .

The Permittee shall monitor and rectwa $ulfur and Nitrogen content in natural gas in
accordance with the requirements contained in thenaled 40 CFR Part 60, Subpart G(
dated July 8, 2004.

Pursuant to Transmittal# 118969 the Permitted sperate continuous monitors and
alarm systems to monitor temperature at the inl¢té SCR and CO catalysts.

The Permittee shall develop a qualitytic/quality assurance (QA/QC) program for the
long-term operation of the CEMs which conforms @oCFR Part 60, Appendix F, all
applicable portions of 40 CFR Parts 72 and 75,3tdCMR 7.28 (NOx Budget Rules).

al

1S

A3

\VIJ
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Table 4 continued

EU# MONITORING / TESTING REQUIREMENTS

Q. The Permittee shall maintain on-sitetfier CEMs an adequate supply of spare parts to
maintain the on-line availability and data capt@guirements.

R. Compliance with the allowable opacityits shall be determined in accordance with EPA
Method 9, as specified in 40 CFR 60, Appendix A anaccordance with 310 CMR 7.00
Appendix C (9)(b).

EU#1 |S. The Permittee shall monitor the operetifor the entire facility such that the necessary
and #2 information is available for the pregiion of the annual Source Registration/Emission
Statement forms as required by 310 CMR.7

TESTING:

A. The facility shall be constructed to accommodhteemissions testing requirements
contained herein. All emissions testing will bexdocted in accordance with the
Department’s “Guidelines for Source Emissions Tggtand in accordance with the
Environmental Protection Agency tests as specifigtie 40 CFR Part 60, Appendix A, 40
CFR Part 60 Subpart GG, 40 CFR Parts 72 and #B; another method which has beer
correlated to the above method to the satisfactfahe Department.

B. All compliance emission testing must be conddiet@hin 180 days after initial start up g
the turbine generator.

—h

C. The Permittee must obtain approvahefémission testing protocol from the Department.
A detailed description of sampling port locatiosampling equipment, sampling and
analytical procedures, and operating conditionstmh tests must be submitted to the
Department of Environmental Protection, 90 daysrgn testing of the facility.

D. Preliminary results of the emissioniteggsmust be submitted within forty-five (45) days
completion to the Department of Environmental Retive, 627 Main Street, Worcester,
Massachusetts 01608.

|=)

E. A final test report must be submitted in writizngd in digital format within 60 days of
completion to the Department of Environmental Retive, 627 Main Street, Worcester,
Massachusetts 01608.
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Table 4 continued

EU#

MONITORING / TESTING REQUIREMENTS

EU #1
and #2

Commencing with the start of the first emissiompliance testing or RATA
certification (which ever occurs first) and endimglater than 12 months from that da
the Permittee shall conduct optimization testingetermine the lowest practicable
emission rates for each of the pollutants notatein H below and the operating
conditions necessary to achieve and maintain thesgsion rates. The Department

reserves the right to require compliance with thestamized rates as demonstrated hy

operating practice of the facility.

The Department shall not require coemade with optimized rates below emission
limits noted in Table 3 unless it determines thatauld be practicable for the facility
to meet these rates in operation with an adequatgimfor degradation.

All emission testing* shall be for Particulateatter (PM), Volatile Organic
Compounds (VOC's), Nitrogen Oxides (NOx), Sulfuokide (SQ), Ammonia (NH),
Carbon Monoxide (CO) and Opacity.

*The testing of the pollutants will be conductedizitig natural gas at 50%, 75% and

100% base load (all without steamdtiga), and 100% load with steam injection.

The Permittee shall have the right to obtaindoWOC emission limits on the basis o
the emission compliance stack test results. Th€\i@its contained in Table 3 of thi
operating permit will be so revised consistent wlith stack test results, if so request
by the Permittee and/or as required by the Depatime

In accordance with 310 CMR 7.04(4)(a), the Peemishall have the fuel utilization
facility inspected and maintained in accordancé wie manufacturer's
recommendations and tested for efficient operaaideast once in each calendar yeg
The results of said inspection, maintenance arith¢eand the date upon which it was
performed shall be recorded and posted conspicypionsbr near the permitted
equipment.

In accordance with 310 CMR 7.13 the Departmeay mequire testing for any
pollutants if deemed necessary to ascertain the sragsion rates and relationship t
equipment design and operation. The Permittee sbatluct emission stack testing
when Department has determined that such staékddstnecessary to ascertain
compliance with the Department’s regulations oligleapproval provisions.

Such stack testing shall be:
a) conducted by a person knowledgeable in statikgesind

b) conducted in accordance with procedures cordama test protocol which has bee
approved by the Department, and

192}

r.

O

N

¢) in the presence of a representative of the Deygsat when such is deemed necessary

in accordance with 310 CMR 7.13(1).
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Table 4 continued

EU#

MONITORING / TESTING REQUIREMENTS

EU #1
and #2

310 CMR 7.28

A.

The Permittee shall comply with the EPA test methiooted below in accordance with
requirements contained in 40 CFR Parts 72 and@&FR 60, and 310 CMR 7.28: NO
Method 20, CO Method 10 (gas filter (GFC) corr@latmethod), VOC Methods 25A ang
18, Opacity Method 9, SMethod 20 (fuel test option), PM Method 5, NEbnditional
test method 27 or as approved by the Department.

The Permittee shall conduct initial and annuitgication testing in accordance with ER
Method 20 for NOx as well as,0The purpose of these tests shall be to document
representative CEM sampling location for NOx in@dance with annual RATA testing
as well as to satisfy Method 20 initial testinguiggments.

Emission testing to demonstrate compliance weittission limits specified in Table 3 sha
be in accordance with EPA approved reference teteds unless otherwise approved
EPA and the Department or unless otherwise spdcifie

In accordance with 310 CMR 7.28(11)(x)éhy person who owns, leases, operates or,
controls a budget unit that commences operatioorbefanuary 1, 2002 shall install,
operate an successfully complete all applicabl&fication testing requirements for
monitoring heat input, NOx emission rate and NOxssn@missions pursuant to the
requirements of 40 CFR Part 75 Subpart H by Ma&3002.

In accordance with 310 CMR 7.28(11)()&l monitoring systems are subject to initial
performance testing and periodic calibration, aacytesting and quality
assurance/quality control testing as specifieditC&ER Part 75 Subpart H.

As required by 310 CMR 7.28(11)(a)(%)tidg a period when valid data is not being
recorded by a monitoring system approved underGIR 7.28, the missing or invalid
data must be replaced with default data in accamlanth the provisions of 40 CFR
75.70(f). The applicable missing data procedurespecified in 40 CFR Part 75 for NO
emission rate (in Ib/MMBtu), heat input, stack gakimetric flow rate, oil density, GCV or
fuel flow rate.

A
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Table 4 continued

EU # MONITORING / TESTING REQUIREMENTS

D. In accordance with 310 CMR 7.28(11)(a)#Rx emissions data must be reported to the

NOx Emissions Tracking System (NETS) in accordamitle 310 CMR 7.28(13).

EU #1

and #2 |E. In accordance with 310 CMR 7.28(11)(g)bt)dget units must report data pursuant to the
requirements of 310 CMR 7.28(11) for every hour.

F. In accordance with 310 CMR 7.28(11)(Imy person who owns, leases, operates or confrols
a budget unit subject to 310 CMR 7.28 must compti tihe notification requirements in 4D
CFR 75.61, where applicable.

Table 5
EU # RECORD KEEPING REQUIREMENTS

In accordance with the provisions of the final 7ad2quality plan approval (transmittal #118969)

the Permittee is subject to the terms and conditpasented in Table 5 and to other terms and

conditions referenced herein.

A. A record keeping system shall be establishednaamititained on site by the Permittee. All
records shall be maintained up-to-date such thattgedate information is readily available
for Department examination. Record keeping shal, minimum, include:

EU #1
and #2 1) Compliance records sufficient to demonstraté ¢haissions have not exceeded

what is allowed by this operating permit. Such rdsanay include daily production
records, raw material usage rates, fuel purchasgpts, emissions test results, monitoring
equipment data and reports.

2) Maintenance: A record of routine maintenandevities performed on the emissign
unit, control equipment and monitoring equipmertuding, at a minimum, the type or a
description of the maintenance performed and the alad time the work was completed.

3) Malfunctions: A record of all malfunctions dmetemission unit, control device ard
monitoring equipment including, at a minimum: theedand time the malfunction occurregd;
a description of the malfunction and the correctigdon taken; the date and time corrective
actions were initiated; and the date and time ctisre actions were completed and the
emission unit returned to compliance.
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Table 5

EU#

RECORD KEEPING REQUIREMENTS

EU #1
and #2

G.
information for the preparation of a Source Regigtin/Emission Statement Form for five years &
required by 310 CMR 7.12.
310 CMR 7.28

A.

The Permittee shall maintain for the life of faeility all operating and monitoring records

and logs. The Permittee shall make availableedtbpartment for inspection upon request

the five most recent years of data.

The Permittee shall maintain records on nagaalto record the sulfur content in
accordance with the requirements contained in thenaled 40 CFR Part 60 Subpart GG

dated July 8, 2004.

The Permittee shall maintain on-siteessary permanent records of output from all
continuous emission monitors for flue gas emissifured consumption, SCR and CO
control system inlet temperatures, and turbing el ambient temperatures, and shall
make these records available to the Departmentqunest.

The Permittee shall maintain a log to recordlanms, upsets or failures associated with the

emission control system, CEMs, or the ammonia hiagdlystem.

In accordance with 7.04(4)(a) the ressof said inspection, maintenance and testinglamd
date upon which it was performed shall be recoatetiposted conspicuously on or near
equipment.

The Permittee shall maintain suffitiecords of its operations and monitoring

The Permittee shall comply with all applicabéeord keeping requirements contained in
CFR Parts 72, 73, 75 and 77, 40 CFR 60, and 310 Ci2&

In accordance with 310 CMR 7.28(8){eflormation on the Authorized Account
Representative (AAR) Form must be kept current.

As required by 310 CMR 7.28(12), any per@ho owns, leases, operates or controls a
budget unit must keep all measurements, data,teepod other information required by 31
CMR 7.28 for five years, or any other period corsiswith the budget unit's operating
permit.

he
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Table 6

EU # REPORTING REQUIREMENTS

In accordance with the provisions of the final 7a2quality plan approval (transmittal #118969)

the Permittee is subject to the terms and conditmesented in Table 6 and to other terms and

conditions referenced herein.

A. Emergency or Malfunction

1. The Permittee shall provide not€an emergency or malfunction that:

EU #1 a) cause emissions to the ambient air that exaegdraission limits including nois
and #2 limits contained herein; or

b) cause the release or the threat of a releaseionia, and/or upsets or
malfunctions to the ammonia handling or delivergtsys; or
¢) cause a condition of air pollution;

to the Department of EnvironmentaltBetion, Central Regional Office, Bureau of Wasts
Prevention, Compliance & Enforcement Section wiflour hours (or as soon as reasona
practical) of the emergency or malfunction and fiting within three (3) business days ofi
the emergency or malfunction. If the initial netivas not provided within four (4) hours,
then the Permittee shall have the burden of establ that the initial notice was provided
as soon as reasonably practical in any subsegofartement action.

2. The Permittee shall also notify lileal Boards of Health in the Towns of
Blackstone and Mendon as soon as reasonably @betithe emergency or malfunction
and shall copy the Boards of any written notice endthe Department.

3. The written notice must containeaatiption of the emergency or malfunction, any

steps taken to mitigate emissions, an estimateeofiiantity of emissions released becau
of the emergency or malfunction and any correcietons taken. The Permittee must
comply with all notification procedures requiredden M.G.L. c. 21E, Spill Notification
Regulations.

4%
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Table 6 continued

EU# REPORTING REQUIREMENTS

“Emergency"means any situation arising from sudden and redspn
unforeseeable events beyond the control of thiscegincluding acts of God, which
would require immediate corrective action to restoormal operation, and that
causes the source to exceed a technology basedtiomiunder the permit, due to
unavoidable increases in emissions attributabteeé@mergency. An emergency
shall not include noncompliance to the extent causeimproperly designed
equipment, lack of preventative maintenance, casabe improper operations,

EU #1 operator error or decision to keep operating dedibwledge of these things.
and #2
"Malfunction" means any sudden and unavoidable failure of diutpm control
equipment or process equipment or of a procespdoate in a normal or usual
manner. Failures that are caused entirely or ihlpapoor maintenance, careless
operation, or any other preventable upset comdiiopreventable equipment
breakdown shall not be considered malfunctions.

4.The reporting requirements of this permit foremmergency or malfunction do not
supersede, limit, or make inapplicable any repgrtihligation under federal law, including
but not limited to 42 U.S.C. sections 9603 or 11004

B. Quarterly Reports

1. The Permittee shall submit a qaréytreport in writing and in digital format to the
Department of Environmental Protection, CentraliBegl Office, Bureau of Waste
Prevention, 627 Main Street, Worcester, Massactsj€t608. The report will be
postmarked within thirty days (30) following thedeof the quarter and will contain at leas
the following information:

—*

a) The quarterly reports from the facility CEMs Isidentify any periods of excess
emissions in a format acceptable to the Department.

b) For each period of excess emissions or excusgiom allowable operating
conditions, the Permittee shall list the duraticanse, the response taken, and th
amount of excess emissions. Periods of excessiemssshall include periods of
start-up, shutdowns, malfunction, emergency, egaigrleaning, and upsets or
failures associated with the emission control syste CEMs.

3%
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Table 6 continued

EU # REPORTING REQUIREMENTS
C) A tabulator of periodsaferation (dispatch).
d) A twelve month rolling history of emission exdeaces for each pollutant
monitored by the CEMS
2. The Permittee shall comply willhegplicable reporting requirements contained in
40 CFR Parts 72, 73, 75 and 77; 40 CFR 60, andC341R 7.28.
EU #1 3. The Permittee shall submit a Source Regish/Emission Statement form to the
and #2 Department on an annual basis as required by 31R C2(2).

4. In accordance with 310 CMR 7.12(3), the facghall register, on a form obtained
from the Department such information as the Depamtrmay specify including:

a) A description of the facility, including a degdion of process and combustion
equipment, a description of facility operating hoand operating schedule, a
description of all raw materials and fuels usethatfacility.

b) Information required by 310 CMR 7.12(3) shallsudmitted pursuant to 310 CMR

7.12(2).

5. Designated Representative [DRhe Permittee shall provide the name, location
and appropriate contact information [phone numbéthe DR to the Department and shall
provide said name to any other person who so régjitesThe Permittee shall keep the
information pertinent to contacting the DR curranall times.

6. Any records or reports requiretbéosubmitted to the Department in digitized
format shall be done in a format usable to the Diepant.

7. Comply with all applidatreporting requirements contained in 40 CFR 60, 4
CFR 72, 40 CFR 75 and 310 CMR 7.28.

C. 310CMR7.28

1. Asrequired by 310 CMR 7.28(13)(a)(1), farts commencing operation prior to May 1, 2002,
the AAR must submit quarterly reports for each edég quarter beginning with: the earlier of thé
calendar quarter that includes the date of init@tification or, if the certification tests aretno
completed by May 1, 2002, the partial calendar igndrom May 1, 2002 through June 30, 2002.
Data shall be recorded and reported from the eafithe date and hour corresponding to the date
and hour of certification or the first hour on May2002.
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EU#

REPORTING REQUIREMENTS

EU #1
and #2

2. In accordance with 310 CMR 7.28(13)(b), theeRNor each budget unit using CEMS must
submit to the Administrator all emissions and opiegainformation for each calendar quarter of
each year in accordance with the standards speaifi¢0 CFR Part 75 Subpart H and 40 CFR 7%

3. In accordance with 310 CMR 7.28(13)I(1), dimits subject to an Acid Rain Emissions
limitation, quarterly reports shall include allthie data and information required in 40 CFR Part
Subpart H for each NOx Budget unit (or group oftsinising a common stack) as well as
information required in 40 CFR Part 75 Subpart G.

4. In accordance with the requirements of 310RCAM28(13), NOx emissions data must be
reported pursuant to the requirements of 310 CMIB(11)(a)(6), (a)(7) and (b).

5. NQ emissions data should be reported directly to ERAtional Computer Center mainframe

computer in a method acceptable to EPA. The deati submit data to EPA is 30 days after the end

of each calendar quarter.

6. In accordance with 310 CMR 7.28(13)(e), lmyaber 15 of each year, any person who own
leases, operates or controls a new or existingdtudgt must report to the Department each
facility's metered net electric and useful steatpoufor that year's control period. Net electric
output must be reported in megawatt-hours, andrsteaput in MMBtu. If data for steam output
not available, the person may report heat inputignog useful steam output as a surrogate for
steam output. (See table 8, Special Terms and Gomsli 310 CMR 7.28, Item #4).

7. In accordance with 310 CMR 7.28(15), for eaahtiad period, the AAR for the budget unit shaj

submit by November 30 of each year, an annual damge certification report to the Department
and the NATS Administrator. The compliance cegéifion shall contain, at a minimum, the items
listed in 310 CMR 7.28(15)(c) 1 through 8.

8. Notification of QA testing is required for Relat Accuracy Test Audits (RATASs) and Appendi
E/LME (Low Mass Emission) unit tests. Notificatiorust be made at least 21days prior to the
scheduled test date to the EPA as required by #0661, to the DEP Lawrence office at DEP, W
Experiment Station, 37 Shattuck Street, Lawrenck 08843-1398 Attn: Source Monitoring Section
and to the DEP Regional office, Attn: BWP Perntiief. If tests must be rescheduled, 24 hours
notice must be given, as specified in 40 CFR 73)43}.

.64
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Table 6 continued

EU# REPORTING REQUIREMENTS

U

9. A hardcopy of the QA RATA or Appendix E/LMEst results must be submitted to the DE
EU #1 | Lawrence within 45 days of completion of tests.lida of submitting the full test reports to DEP
and #2 | Regional office, the data assessment summary epaEqtired by 40 CFR 60 Appendix F
Procedure 1 Section 7 must be submitted to DEPdRaboffices within 45 days of completion of
tests. The electronic results must be submitteddrguarterly electronic data report (EDR).

10. A previously approved RATA protocol mayreéerenced at the time of test notification
provided that the referenced protocol was complieteatcordance with current 40 CFR Part 75
procedures, addresses all previous DEP protocoir@mts to the satisfaction of the DEP, and nope
of the information has changed. If a revised prokonust be submitted, it must be submitted at
least 21 days prior to the scheduled test date.

11. Results from QA daily Calibrations quandrinearity checks and 40 CFR Part 75 Appendjx
D Fuel Flow meter tests must be reported electediyiin the EDR submittal for the quarter in
which the testing occurs.

C. GENERAL APPLICABLE REQUIREMENTS

The Permittee shall comply with all generally apahle requirements contained in 310
CMR 7.00 et. seg. and 310 CMR 8.00 et. seq., whbjest.

D. REQUIREMENTS NOT CURRENTLY APPLICABLE

1. The Permittee is not subject to the followiaguirements: 310 CMR 7.27, the NOx
Allowance Program.
2. The Permittee is currently not subject to tioWing requirements.

Table 7

REGULATION REASON

310 CMR 7.16: Reduction of Singl€acility employs less than 250 workers
Occupant Commuter Vehicle Use

42 U.S.C. 7401, §112 Hazardous Aldoes not exceed threshold
Pollutants

42 U.S.C. 7401, 8112(r) PreventiofFacility does not store or process applicable chalmiabove
Accidental Releases thresholds

5. SPECIAL TERMS AND CONDTIONS

The Permittee shall comply with the Special Termd @onditions presented in Table 8 in accordance
with the Final 7.02 air plan approval (Transmi#al18970).
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Table 8

SPECIAL TERMS AND CONDITIONS

accordance with vendor specifications. All pers@sponsible for the operation of the ammonia hagaind
SCR control systems shall sign a statement affigrtiat they have read and understand the approved
standard operating and standard maintenance pnasedtihis training shall be updated at least once
annually. Department personnel shall be informescbeduled training sessions at least 30 daysviarae
and Department personnel shall have the abilipttend these training sessions.

C.

Fuel of Use Limit

The Permittee may only burn natural gmthe fuel of use in the turbines.

Training

The Permittee shall properly train all personoadperate the facility and control equipment in

Fifty Percent Power

1. Pursuant to Transmittal# 118969Rkemittee shall allow the gas turbine which wilkcate
at less than 50% power only during start-ups, shwitd, and PLS events is limited in duration in
accordance with Table 3A provisions. In additidaring times when the unit is under automatic
generation control (AGC) or electronic dispatch JEB controlled by the Independent System
Operator (ISO) group, the Permittee will meet a@ble 1 emission limits and not operate below 45
power.

2. The Permittee shall ensure tha&8& control equipment for the turbine generator is
operational whenever the turbine is operated at pO%er or greater.

NOx Offsets and Budgets

1. American National Power Inc., 100%ner of the facility has transferred ownershii80.3
tons per year of NOx emission reduction creditquaed for use as emission offsets for this projec
to the Permittee.

2. The Permittee shall pbnwith all applicable operational standards corgd in 40 CFR
Part 72, 73, 75, 77 and 40 CFR 60. All referenoempliance with 40 CFR 60 in this approval sk
incorporate the provisions of the custom monitosogedule issued by EPA Region | dated Febru
2, 2001 and any subsequent custom monitoring sédedu

%
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SPECIAL TERMS AND CONDITIONS

Ammonia

1. Pursuant to Transmittkl88969 aqueous ammonia is used as the reducing iagee SCR

system. The aqueous ammonia mixture is stored@imgwo storage tanks. The two tanks are 13.

feet in diameter by 14.8 feet in height with a camebl total of 28,000 gallons storage capacitythin
event of an accidental spill, the aqueous ammaniigien will be pooled into a containment dike

covered with a floating layer of ball-like bafflésat reduce the liquid surface area by 91% and thy
reduce the ammonia vaporization rate.

2. The Permittee shall maintain hiea tacility control room, portable ammonia detectr
detector tube system for use during a spill or aheric release.

3. The Permittee shall either calidithe portable ammonia monitors at least onceyger (or a|
the frequency recommended by the ammonia dete@nufacturer) or maintain appropriate detect
tube(s) within the manufacturer’'s expected shidfdind maintain records on site.

4. The agueous ammonia storage tdmdslze equipped with high and low level audiblarai
monitors. The high and low alarm set points shdwgdet such as to allow ample margin of error s
as to prevent over- filling at the high level andptevent loss of catalytic control of the exhagestes
at low ammonia supply levels.

5. The high/low level alasystem shall receive the periodic maintenancénteand
calibration recommended by the manufacturer othem system. The ammonia tank shall be
emptied, cleaned and inspected by an appropraiteett individual at the interval recommended by
the tank manufacturer. The balls must be freeefitd other restrictions that would inhibit their
foundation.

6. The Permittee shall at all timesgkenough of the ball-like plastic baffles withiret
containment area around the agueous ammonia stianakgeto provide 91% surface area.

7. The Permittee shallafitigh level ammonia detectors equipped with agilale alarm in
the control room, at the ammonia tanker unloadibhgmd near the storage tanks.

8. The Permittee shall store the stashdperating and maintenance procedures for timeosia
handling system in a convenient location (contooim/technical library) and make them readily
available to all employees.

Dr
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SPECIAL TERMS AND CONDITIONS

Noise Limits (State Only Requirement))

1. Department Policy 9Gt@ovides that an increase in sound by more tiBatBA over the
existing Lyo ambient level, unless otherwise specified, wilkcbasidered a violation of the air quality
regulations. Additionally, "pure tone" sounds defi, as any octave band level, which exceeds th
levels in adjacent octave bands by 3 dBA or moik algo be a violation of 310 CMR 7.10.

2. The Department may exercise itsrdion to allow a sound increase above the 10 dBA
despite the use of extensive sound control measui@is may occur when the impact is at an area|
where residents or other sensitive receptors drioated at the time the permit is issued, antvai
be allowed to be located there in the future.

3. The facility shall be designed, constructeagraped and maintained such that at all times:
€) No condition of air pollution will be causkyg emissions of sound as provided in 310 CMF
7.01;

(b) No sound emissions resulting in noise will occupasvided in 310 CMR 7.10 and the
Department’s Policy 90-001 other th@proved herein; and
(c) Emission limits for sound emissions will not excelee Maximum Allowable Plant Generat
Noise levels set forth in Table 8A at the locatiansdentified in said Table.

4. The Permittee has sedt@irom the two abutting owners of the sand andeiraperation
(receptor locations PL-1, 2 and 3) a Land Use Eas¢and Restriction (the “Easement and
Restriction”) that prohibits the establishment of aesidential use, including without limitatiohgt

following types of structures: single or multipkily dwellings, residential condominiums, hosm’tml
o

nursing homes, assisted living facilities, dorméeror schools. The schools and pre-schools are
residential uses.

D

d
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SPECIAL TERMS AND CONDITIONS

5. The Easement and Restridiietween the Permittee and abutting owners Kinfeatid
Company, Inc. and Robert W. Kimball, Trustee of SRKalty Trust, was recorded in the Worceste
County Registry of Deeds, in a form approved byDepartment, prior to the commencement of
operation of the facility and will be enforceabtginst the current and future owners. An execute
copy of said Easement and Restriction was subntistélae Department on March 8, 2001.

=

&N

6. The Permittee shall not amenodify, assign or terminate the Easement andrieésh prior
to final decommissioning of the facility withoutelexpress written consent of the Department. The
Permittee shall fully maintain and enforce the Bzeet and Restriction against the abutting ownerfs to
prevent any violation thereof by any present ourfeiiabutting owner. The Permittee shall take all
actions necessary to enforce the Easement anddiestif activities on the abutting property are
inconsistent with the terms and conditions of thsdient and Restrictions.

G. Sound Levels (State Only Requirement)
Table 8A
SOUND LEVELS AT NOTED LOCATONS
Receptor Current Maximum Resultant Ambient
Location Background Allowable Day/Night Sound Levels
@ Ambient Plant (One hour - |A90)(5)
(One hour-lag) Generated
dBA Noise
(One hour- Ambient Lgg—dBA Increase
Night Day | La) Night® | Day® Night Day
R1 30 30 36 37 37 7 7
R2 29 36 38 39 40 10 4
R3 28 31 38 38 39 10 8
R4 29 30 34 35 35 6 5
PL-1® 32 50 50 18
PL-2® 32 43 43 11
PL-3® 32 53 53 21

(1) Receptor locations as noted in Figure 1.

(2) PL-1 represents NW property line segnpeakimate to Fish Pond oriented at $2846"W.

(3) PL-2 represents E property line point rereegment oriented at°88'10”E intersects northwest
corner of parcel designated as Map 31 Lot 4.

(4) PL-3 represents SE property line segrogented at N6813'25"E.

(5) One hour lgo= the A weighted decibel noise level exceeded @86 ®f the time over a one hour
period.

(6) Night is defined as 2200 hour to 0700rhou
(7) Day is defined as 0700 hour to 2200 hour.
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SPECIAL TERMS AND CONDITIONS
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Sound Measurements (State Only Requirement)

1. The Permittee shall submit an amendment to dlsegonstruction ambient sound
measurement protocol that was previously approyetid Department to reflect any changes in th
protocol necessary to conform to the requiremeotschherein. The amended protocol is subject t
DEP approval. The protocol shall cover both “So@uainpliance Measurements” (SCM) and “Sou
Monitoring Measurements” (SMM) as specified below.

D

d

=

2. SCM shall be conducted in accordance with tleipions of this section to assure
compliance with the Maximum Allowable Plant GenethlNoise Levels specified in Table 8A
column 4 of this operating permit. Sound measuresngimall be made at each receptor location in
accordance with the following:

a) With the plant in operation — sound measuremer#l b made to determine the resultant
ambient sound levels (that is the ambient sounkd thi¢ facility in operation). If the resultant
sound levels do not exceed the levels noted inelf@Rl(column 5 and 6) the facility will be
presumed to meet the plant generated noise lewédsl i Table 8A.

b) If the resultant sound levelsaeda the levels in Table 8A a new set of measuresvsdrall be
made at each of the receptor locations noted iheTé column 1. Said measurements shall be
made at the next plant shutdown or within 30 deysch ever is sooner. Ambient sound
measurements shall first be measured when theiglaot in operation. After the ambient
measurement is completed the plant will be planemperation as soon as practical and the sopund
measurement shall be repeated. Standard mathehmatisa analysis shall be applied to the daja
to determine the plant generated noise component.

c) As an alternative to 2.a) the Permittee mayosk to implement 2.b) for compliance sound
measurements.

d) A SCM period shall consist of a continuous sugament of sound for 60 minutes. At each
receptor location the SCM shall be conducted duttiegquietest nighttime period as determingd
by previous sound surveys.

e) SCM with the facility in operatishall only be conducted when the facility is @pieg at loads
greater than 70% capacity.

f) SCM shall commence within 45 days of the ctatipn of the first air emission compliance testing

1=

g) SCM for the one hous, sound levels shall be taken with a properly catibd ANSI type | soun
level meter capable of recording and storing sdawels as measured. The meter shall be setjto
A-weight filtering. Readings shall be measured adusly for 60 minutes. The residuabL
noise level for the 60 minutes shall be as notethbymeter and logged.
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SPECIAL TERMS AND CONDITIONS

h) SCM for the third octave band levels Ehalmeasured once within the first three monthhef
SCM monitoring and once 3 to 6 months later. Meaments shall be taken with an instrument
meeting the requirements of ANSI S1.11, and in ataooce with procedures approved by the

Department. Compliance with pure tone shall bacicordance with the Department’s noise policy
BWP- 90-001.

i) SCM shall be made as close asiptesto the Receptor Locations listed in Table 8A.

i) The results of each SCM period shall bermanized in a written report and submitted to thdROE
Section Chief within 30 days of completion of thainitoring period. A digitized copy of the rawtala
collected shall be submitted along with the writteport. The report shall include the receptortioca
along with the time of the measurements, weatheditions, operating parameters of the facility, and

any unusual or notable events that may have infleéthe sound measurements as determined by the

noise specialist conducting the SCM.

3. Sound Monitoring Measurements (SMM) shaltbeducted to observe long-term sound trends

near the facility and to assist in determiningdéligional Sound Compliance Measurements are
necessary.

a) SMM shall be made in at lehsté fixed locations near the facility where irgeehce from
extraneous sounds is expected to be minimal. Hp&ament shall approve these locations prior to
equipment set-up. More than three monitoring looatmay be requested by DEP if they are
determined necessary to make an adequate noiSSREsE.

b) SMM shall consist of at least two conbas 168-hour recording periods. Each period shall
consist of 168 individual one-hour A-weightegh kound level recordings. Each shall be condudted
least six months apart.

¢) The SMM shall commence @il than one year after the conclusion of the $S€3ng.

d) The SMM data shall be submitted to tERO Permitting Section within 60 days of
completion of each monitoring period. The datdldiepresented in graphical format. The graphs
shall show hourly L90 readings over a 168-hour tpesod. A digitized copy of the raw data

a

collected shall be maintained by the Permitteeraade available to the DEP if requested. The report

shall include one-hour L90 sound levels at eachsomeanent location. General weather conditions
operating parameters of the facility, and any ualisunotable events that may influence the noise
measurements as determined by the noise specatdtcting the SMM shall be included in the
report.

4. All readings shall be stored on a data loggelisc or similar digital format. Time historie§the
one-hour A weighted L90 sound levels shall be statehe facility and made available to the
Department upon request.
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SPECIAL TERMS AND CONDITIONS

5. A qualified noise specialist using noise-monitg equipment complying with the Type 1
requirements of ANSI S1.4 shall conduct the sowrdaiance measurements and shall oversee the
operations of the sound monitoring measurementsnestjunder this approval.

6. Unless otherwise ordered by the Departmeasaequired under Section lll, the Permittee shal
monitor soundn accordance with the Department approved Pro@easbecified under Table 8(C)

().

I. _Noise Abatement Equipment and Proced(8&ste Only Requirement)

1. Pursuant to Transmittal# 118969 the followitenpequipment may be a source of significant
sound emissions unless properly controlled: thekigg and exhaust of two 180 MW combustion

turbines, two air cooled condensers, two heat rexgosteam generators, two turbine buildings and
their associated ventilation systems, two mainsfiamers, two circulating-cooling-water coolers th
gas compressor building, steam lines, gas linestram release vents. In addition, other sourceg o
sound at the facility may include various water psipiping and valves, building openings, fans, and
on site communication systems.

2. The facility shall be designedmtite following noise mitigation measures:

a) TRANSFORMERS - Transformers shaitdconcrete walls on three sides. The main tramsfic
shall incorporate a split design and a fourth w&alk requirement of TR# 118969;

b) BUILDING DOORS shall be kept closed at all tsrexcept for when they are being used for
specific entry or exit. Doors shall be of solicsigm;

c) All VENTILATION OPENINGS to the tbme building and any buildings or enclosures desily
and installed for sound attenuation shall be eqadppith state of the &rsound attenuation mufflers
or baffles;

d) GAS TURBINES AND STEAM TURBINES shall be contathwithin a structure specifically
designed to attenuate sound. The walls of thesetstes shall be made of state of the art sound
attenuation material to minimize sound that cowddeitted from these sources. The gas turbine
intakes shall be equipped with Grade G silencet=eter;

? STATE OF THE ART sound abatement means and meashadlsnean for purposes of this approval the diseeans and
measures that will provide the best sound abatefoetite equipment, process or source noted haenecognized by current
engineering principles and practices at the timeowfstruction necessary to meet the requiremertteegbermit. Means and
measures of sound abatement shall be consideredakmu if they provide for no different than tw®4A noise reductions at the
equivalent distance.
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Table 8 continued

SPECIAL TERMS AND CONDITIONS

e) All ON SITE GAS SUPPLY LINES shhk buried under ground, contained within statdefart
acoustically treated structures, or specificallpstoucted with state of the art sound attenuation
materials to prevent these sources from causingetpne or tonal sound audible off property;

f) HIGH PRESSURE LINES -All high-pressure lines ki@ buried under ground, contained with
state of the art acoustically treated structurespecifically constructed with state of the antirsd
attenuation materials;

g) HEAT RECOVERY STEAM GENERATOR design shall indk a silencer with gas turbine
exhaust duct cladding and state of the art noteawadtion cladding as necessary. HRSG high-
pressure feed water and recirculation pump degigh sclude pumps enclosed in a building with
sound absorbing cladding. The HRSG may also besedlby state of the art sound attenuation walls
and roofing if determined necessary by the propgnen

h) TURBINE exhausts shall be equippéti state of the art sound attenuating mufflers;

i) ALL STEAM RELEASE VENTS [normahd emergency] shall be fitted with sound abatement
mufflers;

}) NON-EMERGENCY STEAM RELEASES of ate safety valves and steam blows shall be
conducted only during day light hours. ANP shaliify the DEP/CERO and the Boards of Health,
local Police Departments, and any local citizerugsowho request notification in the Towns of
Blackstone and Mendon at least 24 hours before sofemergency releases are to be conducted;

k) DRY COOLING TOWERS shall be desigrand constructed using state of the art sound
attenuation features with low noise fans and nageiction motors and increased cooling area td [jmi
both total noise and tonal noise generated byabity to levels as identified in the plan subauist

I) AIR COOLED CONDENSERS shall be igegd and constructed with state of the art sound
attenuation features as identified in the plan gtibls;

m) PERIMETER BERMS, noise abatement walls and aslterspecific sound minimization feature
may be employed as necessary to minimize propiegysbund levels from the facility.

|72}

3. Except as otherwise ordered by the Departmieats¢hedule for completion of the remedia|
actions shall not exceed thirty days (30) fromBlepartment’s approval of the above plan, or
applicable part(s) thereof, unless the Permitteejaately demonstrates that the work cannot be
completed within thirty days using its best efforts reviewing a best efforts demonstration the
Department will not consider delays that could hlaeen reasonably avoided had the facility been
designed and constructed in manner to facilitagdithely completion of the proposed remedial
actions, including, for example, installation of@mnal sound reduction equipment, sound
containment structures or other sound barriers.
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Table 8 continued

SPECIAL TERMS AND CONDITIONS

4. If the remedial actions are not ptated in accordance with the schedule establiblyate

Department and there is continuing non complianitie tke sound emission levels established in this

permit or in regulation at one or more residenttes Permittee shall, unless otherwise ordered by
Department, modify the operations of the facilityorder to return to compliance including, as
necessary, reduction of the facility’s operatingasty, restriction of its hours of operations, or

suspension of operations. The modifications stmatirnence on the first day beyond the establishé¢

completion date and continue until the operatotifees in writing to the Department that all the
remedial actions are completed.

5. Nothing is this permit shall beeirgreted to restrict, limit or in anyway impair the
Department’s authority to institute such adminisgeaor judicial enforcement actions as it deems
necessary in response to non-compliance with tihestand provisions of this permit or the
Department’s regulations.

Response To Non-Compliance (State Only RequimBme

1. Upon receiving information that the facility ynlae in non-compliance with the provisions ¢
this permit regarding sound emission levels, thenteee shall take the following immediate actior

(a) Notify the BWP CERO Compliance and Enforcenteadtion by telephone or fax;
(b) Verify whether non-compliance occurred andastinuing
(c) Take all reasonable interim steps to elimimateninimize sound emissions to return to complian

14
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2. Should non-compliance with this permit or thgopBrtment’s regulations due to sound emissipns

from the facility affecting one or more residenoesur despite the interim steps implemented alibes
Permittee shall, unless otherwise ordered by thEaBeent, submit within 30 days of receipt of
information of non-compliance from the Departmentiter credible source, which ever is earlier, a
sound reduction plan which sets out the additiomatitoring and remedial actions it proposes to
implement in order to verify a return to compliaecel a schedule for the commencement and
completion of each major component of the monitpend remedial actions.

3. Except as otherwise ordered by the Departmeats¢hedule for completion of the remedia|

actions shall not exceed thirty days (30) fromDepartment’s approval of the above plan, or
applicable part(s) thereof, unless the Permittegjaately demonstrates that the work cannot be
completed within thirty days using its best efforts reviewing a best efforts demonstration the
Department will not consider delays that could hiagen reasonably avoided had the facility been
designed and constructed in manner to facilitagdithely completion of the proposed remedial
actions, including, for example, installation ofi#tnal sound reduction equipment, sound
containment structures or other sound barriers

4. If the remedial actions are not completed iroett@nce with the schedule established by the

Department and there is continuing non complianitle the sound emission levels established in t
permit or in regulation at one or more residenttes Permittee shall, unless otherwise ordered &y
Department, modify the operations of the faciliyorder to return to compliance including, as
necessary, reduction of the facility’s operatingagity, restriction of its hours of operations, or
suspension of operations. The modifications stmatirnence on the first day beyond the establishe
completion date and continue until the operatotifees in writing to the Department that all the
remedial actions are completed.

Nis
th

d




ANP Blackstone Energy Company, LLC

Final Operating Perm

it

Transmittal No. W027087
Page 31 of 43

Table 8 continued

SPECIAL TERMS AND CONDITIONS

K.

5. Nothing is this permit shall beeirgreted to restrict, limit or in anyway impair the
Department’s authority to institute such admintsteor judicial enforcement actions as it deems
necessary in response to non-compliance with tihestand provisions of this permit or the
Department’s regulations.

310 CMR 7.28- NOx Allowance Program

1. EU #1 and EU #2 are subject to the requiresnafiiiQ, Allowance Program, 310 CMR 7.28. The
Department issued an Emission Control Plan (ECB$&hand Phase Il approval (Transmittal # W0242§
for this facility on April 2, 2002 and July 24, ZD@espectively.

2. NOx Allowance use and transfer must complhw8it0 CMR 7.28(10).

3. In accordance with 310 CMR 7.28(14), each Ygadovember 30, for each budget unit, the total
number of banked or current year allowances indtapliance or overdraft account must equal or ekc
the NOx emissions from the budget unit in the auro®ntrol period.

4. Each budget unit shall meter electric anstieam output in accordance with the approved namito
methodology contained in Table Il and Table litkd ECP Approval (Transmittal # W024283).

5. In the case where billing meters aeduo determine output, no QA/QC activities beythute
already performed are required. To qualify adlangimeter, the measurement device must be used t
measure electric or thermal output for commerdiéihg under a contract. The facility selling the
electric or thermal output must have different orgrfeom the owners of the party purchasing thetetec
or thermal output. Any electric or thermal outpatues that the facility reports must be the sasiha
values used in billing for the output.

3)

D
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Table 8 continued

SPECIAL TERMS AND CONDITIONS

6. Inthe case where non-billing meters arel iseletermine output, if the facility decides topt a
system approach to accuracy then a system accofd€/0% must be achieved. If testing an output
measurement system shows that the output readiagstaccurate to 10.0% or less, then the
measurement equipment must be retested or replasddneet that requirement. If the facility desid
to adopt a component approach to accuracy, themaanent accuracy of 3.0% must be achieved. If
testing a piece of output measurement equipmentstiwat the output readings are not accurate & 3.0
or less of the full scale, then the measuremenpemgnt must be retested or replaced, and meet that
requirement. When a non-billing system fails to ttee 10% or 3% requirement, data should be
considered invalid, prospectively, for purposedeatermining allocations. Data remain invalid uttii
output measurement equipment passes an accuraey ieseplaced with another piece of equipment
that passes the accuracy test. The invalid dast bauomitted and either zero or an output valaeigh
likely to be lower than a measured value must telor

7. Output measurement equipment must be testextéoiracy or recalibrated at least once every twg
years, in accordance with applicable consensud®T Kaceable standards, unless a standard allmwsi|f
less frequent calibrations or accuracy tests.

TITLE IV SULFUR DIOXIDE ALLOWANCES AND MONITORING

1. According to 40 CFR Part 72, the facility veiessignated as a Phase Il Acid Rain "New Affected"Um
January 1, 2000 or 90 days after commenceofeerations, whichever comes later, but notrafte date the
facility declares itself commercial. Theid&ain application for the facility was approveglthe Department
on October 25, 2000.

2. The Acid Rain Program effects reductiohSG; by allocating a limited number of marketable akkmwees
primarily to existing power plants and by requiragplants, including new plants that were nobedited
allowances, to hold or obtain allowances to offeetr annual actual S&missions. Allowances are available
through the Chicago Board of Trade and other ssuace will be secured by the Permittee.
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Table 8 continued

SPECIAL TERMS AND CONDITIONS

3. The Permittee will also be requiredhéwe a Designated Representative (DR) and tdliasontinuous
Emissions Monitoring System for each @& tivo units. The DR is the facility representatigsponsible for
submitting required permits, compliancang, emissions monitoring reports, offset plansym@mnce
certification, and is the responsibldéaddl with regards to all matters under the AcidriRarogram. The

continuous emission monitoring requirateere specified in 40 CFR Part 75 for monitoi®@, NOx and CQ
emissions as well as volumetric flowtleé flue gas. As an option, EPA allows gas firgdlities to conduct fuel
sampling and analysis and fuel flownitaring in place of S@continuous emissions monitoring and flue gas
flow monitoring. Natural gas fireditsncomplying with 40 CFR 75.14(c) are exempt frihra opacity
monitoring requirements. In adatti pursuant to 40 CFR 75.13, €€missions may be estimated in
accordance with 40 CFR part 75 Agidef®, in lieu of installing a COCEM.

M. Federal Phase Il Acid Rain Requirements

a. EU #1 and #2 are Phase Il Acid Raitsues defined by the EPA in 40 CFR Part 72. Putsioa40
CFR 872.71, 40 CFR 872.73, and 310 CMR 7.00 Appe@di3)(n), the Department is the permitti
authority for Phase Il acid rain permits. The Drgpant issued the initial Phase Il acid rain permit
(Approval No. ORIS NO. 55212) for this facility @ctober 25, 2000 and is incorporating the
renewal Phase Il Acid Rain approval into the opegabermit.

=]

g

b. Within 60 days of the end of each cdéeryear the Permittee shall hold in its,SMowance account
at least one allowance for each ton of, ®@itted during the previous year. An allowanca isnited
authorization to emit S£n accordance with the Acid Rain Program.

c. If the facility has excess emissionamy calendar year, it shall submit a proposeceofitan as
required under 40 CFR Part 77. In addition, therfeee shall pay any penalties specified in 40 JFR
Part 77 and comply with the terms of an approvéseoplan.

d. In accordance with 40 CFR Part 73 Rbamittee’s designated representative may buy,teadle, or
transfer allowances between EU accounts at any gxeept between within 60 days of the end of
the calendar year and the completion of the anB@& allowance reconciliation for the preceding
year(s).

e. Pursuantto 40 CFR Part 73 Table 2aif@snded), EPA will annually allocate zero (0),SO
allowances during calendar years 2000 through 2009.

f.  Within 60 days of the end of each ndlar year the designated representative shall subrthie
Department an annual compliance report pursua4® ©6FR Part 72.9 Subpart I.
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ALTERNATIVE OPERATING SCENARIOS

The Permittee did not request alternative opegageenarios in its operating permit application.

EMISSIONS TRADING

(a) Intra-facility emission trading

The facility did not request intra-facility emiess trading in its operating permit application.
Pursuant to 310 CMR 7.00: Appendix C(7)(b), emisgrades, provided for in this permit, may
be implemented provided the Permittee notifies Umited States Environmental Protection
Agency (EPA) and the Department at least fifteés) ffays in advance of the proposed changes
and the Permittee provides the information requimegil0O CMR 7.00: Appendix C(7)(b)3.

Any intra-facility change that does not qualifyrpuant to 310 CMR 7.00: Appendix C(7)(b)2 is
required to be submitted to the Department pursize®i0 CMR 7.00: Appendix B.

(b) Inter-facility emission trading
The Permittee did not request inter-facility enogasitrading in its operating permit application.
All increases in emissions due to emission tradmgst be authorized under the applicable

requirements of 310 CMR 7.00: Appendix B (the "Esmes Trading Program") and the 42
U.S.C. 87401 et seq. (the "Act"), and providedriahis permit.

COMPLIANCE SCHEDULE

The Permittee has indicated that the facilitynisompliance and shall remain in compliance
with the applicable requirements contained in ®asté4 and 5.

In addition, the Permittee shall comply with ampkcable requirements that become effective
during the permit term.

GENERAL CONDITIONS FOR OPERATING PERMIT

9.

10.

FEES

The Permittee has paid the permit applicationgssing fee and shall pay the annual compliance
fee in accordance with the fee schedule pursué3t@CMR 4.00.

COMPLIANCE CERTIFICATION

All documents submitted to the Department shalkaoncertification by the responsible
official of truth, accuracy, and completeness. Scertification shall be in compliance with
310 CMR 7.01(2) and contain the following language:
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"I certify that | have personally examined the g and am familiar with the information
contained in this document and all attachmentslaail based on my inquiry of those individuals
immediately responsible for obtaining the inforroatil believe that the information is true,
accurate, and complete. | am aware that thersigmdicant penalties for submitting false
information, including possible fines and imprise@mh”

The “Operating Permit Reporting Kit” contains insttions and the Annual Compliance Report
and Certification and the Semi-Annual Monitoring'8uary Report and Certification. The
“Operating Permit Reporting Kit” is available tcetPermittee via the Department’s web site,
http://www.state.ma.us/dep/bwp/daqc/agforms.htm.

(a) Annual Compliance Report and Certification

The Responsible Official shall certify, annually fhe calendar year, that the facility is in
compliance with the requirements of this permihe Teport shall be postmarked or delivered by
January 30 to the Department and to the Regionalisidtrator, U.S. Environmental Protection
Agency - New England Region. The report shallui@stted in compliance with the submission
requirements below.

The compliance certification and report shall diescr

i. the terms and conditions of the permit that areotises of the certification;
ii. the current compliance status and whether comm@iaras continuous or intermittent
during the reporting period;
iii. the methods used for determining compliance, inotyd description of the
monitoring, record keeping, and reporting requirets@nd test methods; and
iv. any additional information required by the Departirte determine the compliance
status of the source.

(b) Semi-Annual Monitoring Summary Report and Giedtion

The Responsible Official shall certify, semi-aniyiah the calendar year, that the facility is in
compliance with the requirements of this permihe Teport shall be postmarked or delivered by
January 30 and July 30 to the Department. Thetspall be submitted in compliance with the
submission requirements below.

The compliance certification and report shall diescr

i. the terms and conditions of the permit that arebtises of the certification;
ii. the current compliance status during the repogigripd;
iii. the methods used for determining compliance, inotyd description of the
monitoring, record keeping, and reporting requireta@nd test methods;
iv. whether there were any deviations during the regpgeriod,;
v. if there are any outstanding deviations at the tfn@porting, and the Corrective
Action Plan to remedy said deviation;

vi. whether deviations in the reporting period wereviongsly reported;
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vii. if there are any outstanding deviations at the tieporting, the proposed date of
return to compliance;
viii. if the deviations in the reporting period have ne#a to compliance and date of such
return to compliance; and
ix. any additional information required by the Departirte determine the compliance
status of the source.

NONCOMPLIANCE

Any noncompliance with a permit condition consgtufa violation of 310 CMR 7.00: Appendix
C and the Clean Air Act, and is grounds for enforest action, for permit termination or
revocation, or for denial of an operating permitawal application by the Department and/or
EPA. Noncompliance may also be grounds for assa#sof administrative or civil penalties
under M.G.L. c.21A, 816 and 310 CMR 5.00; and greihalties under M.G.L. c¢.111, 8142A and
142B. This permit does not relieve the permitt@nfithe obligation to comply with any other
provisions of 310 CMR 7.00 or the Act, or to obtaimy other necessary authorizations from
other governmental agencies, or to comply witlotiler applicable Federal, State, or Local rules
and regulations, not addressed in this permit.

PERMIT SHIELD

(a) This facility has a permit shield provided tlitabperates in compliance with the terms and
conditions of this permit. Compliance with the termnd conditions of this permit shall be
deemed compliance with all applicable requiremepeifically identified in Sections 4, 5, 6,

and 7, for the emission units as described in #renjitee's application and as identified in this
permit.

Where there is a conflict between the terms amdiiions of this permit and any earlier approval
or permit, the terms and conditions of this pewittrol.

(b) The Department has determined that the pezenitt not currently subject to the
requirements listed in Section 4, Table 7.

(c) Nothing in this permit shall alter or affecetfollowing:

(i) the liability of the source for any violatiaf applicable requirements prior to or at the
time of permit issuance.

(i) the applicable requirements of the Acid R&rogram, consistent with 42 U.S.C.
87401, 8408(a); or

(iii) the ability of EPA to obtain information der 42 U.S.C. §7401, 8114 or 8303 of the
Act.

ENFORCEMENT
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The following regulations found 810 CMR 7.02(8)(h) Table 6 for wood fuel, 7.02(8)(i
7.04(9), 7.05(8), 7.09 (odor), 7.10 (noise), 7.)@(1 7.21, 7.22 and any condition(s)
designated as "state only" are not federally emfalote because they are not required under the
Act or under any of its applicable requirementse§énregulations and conditions are not
enforceable by the EPA. Citizens may seek equtabteclaratory relief to enforce these
regulations and conditions pursuant to MassachsiGatheral Law Chapter 214, Section 7A

All other terms and conditions contained in thisnpig including any provisions designed to
limit a facility's potential to emit, are enforcéaly the Department, EPA and citizens as defined
under the Act.

A Permittee shall not claim as a defense in anreafoent action that it would have been
necessary to halt or reduce the permitted actimityrder to maintain compliance with the
conditions of this permit.

PERMIT TERM

This permit shall expire on the date specifiedrancover page of this permit, which shall not be
later than the date 5 years after issuance op#rigit.

Permit expiration terminates the Permittee's rigltperate the facility's emission units, control
equipment or associated equipment covered by #nimip unless a timely and complete renewal
application is submitted at least 6 months befloeecixpiration date.

PERMIT RENEWAL

Upon the Department's receipt of a complete andlyi application for renewal, this facility may
continue to operate subject to final action byDepartment on the renewal application.

In the event the Department has not taken fingm@aon the operating permit renewal application
prior to this permit's expiration date, this persfitll remain in effect until the Department takes
final action on the renewal application, providedtta timely and complete renewal application
has been submitted in accordance with 310 CMR Appendix C(13).

REOPENING FOR CAUSE

This permit may be modified, revoked, reopened,raissued, or terminated for cause by the
Department and/or EPA. The responsible officiagheffacility may request that the Department
terminate the facility's operating permit for cauBee Department will reopen and amend this
permit in accordance with the conditions and pracesiunder 310 CMR 7.00: Appendix C(14).

The filing of a request by the Permittee for aeraing permit revision, revocation and re-
issuance, or termination, or a notification of anpled change or anticipated non- compliance
does not stay any operating permit condition.
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DUTY TO PROVIDE INFORMATION

Upon the Department's written request, the Pezmghall furnish, within a reasonable time, any
information necessary for determining whether caxssts for modifying, revoking and
reissuing, or terminating the permit, or to dete@ntompliance with the permit. Upon request,
the Permittee shall furnish to the Department ®pfeecords that the Permittee is required to
retain by this permit.

DUTY TO SUPPLEMENT

The Permittee, upon becoming aware that any netdaats were omitted or that incorrect
information was submitted in the permit applicatisinall promptly submit such supplementary
facts or corrected information. The Permitteelsklab provide additional information as
necessary to address any requirements that bequpheshle to the facility after the date a
complete renewal application was submitted butrgagelease of a draft permit.

The Permittee shall promptly, on discovery, repmthe Department a material error or omission
in any records, reports, plans, or other documamtgously provided to the Department.

TRANSFER OF OWNERSHIP OR OPERATION

This permit is not transferable by the Permitteless done in accordance with 310 CMR 7.00:
Appendix C(8)(a). A change in ownership or operationtrol is considered an administrative
permit amendment if no other change in the peismiecessary and provided that a written
agreement containing a specific date for trandf@eanit responsibility, coverage and liability
between current and new Permittee, has been sedrtotthe Department.

PROPERTY RIGHTS

This permit does not convey any property rightarof sort, or any exclusive privilege.

INSPECTION AND ENTRY

Upon presentation of credentials and other doctsres may be required by law, the permittee
shall allow authorized representatives of the Diepamt, and EPA to perform the following:

(a) enter upon the permittee's premises whergarating permit source activity is located or
emissions-related activity is conducted, or whemdrds must be kept under the conditions of
this permit;

(b) have access to and copy, at reasonable tiamgsrecords that must be kept under the
conditions of this permit;

(c) inspect at reasonable times any facilitiesjiggent (including monitoring and control
equipment), practices, or operations regulateéquired under this permit; and
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(d) Sample or monitor at reasonable times anytanbss or parameters for the purpose of
assuring compliance with the operating permit gliapble requirements as per 310 CMR 7.00
Appendix C(3)(g)(12).

PERMIT AVAILABILITY

The Permittee shall have available at the facidityall times, a copy of the materials listed unde
310 CMR 7.00: Appendix C(10)(e) and shall providmpy of the permit, including any
amendments or attachments thereto, upon requéisé liyepartment or EPA.

SEVERABILITY CLAUSE

The provisions of this permit are severable, &ady provision of this permit, or the application
of any provision of this permit to any circumstasmeeheld invalid, the application of such
provision to other circumstances, and the remaiafiis permit, shall not be affected thereby.

EMERGENCY CONDITIONS

The permittee shall be shielded from enforcemetibradbrought for noncompliance with
technology basédemission limitations specified in this permit aseault of an emergenty In
order to use emergency as an affirmative defensa taction brought for noncompliance, the
permittee shall demonstrate the affirmative defehseugh properly signed, contemporaneous
operating logs, or other relevant evidence that:

(a) an emergency occurred and that the permitteédentify the cause(s) of the emergency;
(b) the permitted facility was at the time beingperly operated;

(c) during the period of the emergency, the pgemitook all reasonable steps as expeditiously as
possible, to minimize levels of emissions that exesl the emissions standards, or other
requirements in this permit; and

(d) the permittee submitted notice of the emergdncdhe Department within two (2) business
days of the time when emission limitations wereeexied due to the emergency. This notice
must contain a description of the emergency, agpsstaken to mitigate emission, and corrective
actions taken.

If an emergency episode requires immediate natifindo the Bureau of Waste Site
Cleanup/Emergency Response immediate notificatidhet appropriate parties should be made
as required by law.

! Technology based emission limits are those estali on the basis of emission reductions achiewaittievarious
control measures or process changes (e.g., a neeesgerformance standard) rather than those s$tailto attain health
based air quality standards.

An "emergency" means any situation arising froidem and reasonably unforeseeable events beyokdritrel of

the source, including acts of God, which situatieould require immediate corrective action to restoormal operation,
and that causes the source to exceed a technolspd Himitation under the permit, due to unavoigahtreases in
emissions attributable to the emergency. An emmengeshall not include noncompliance to the extesuised by
improperly designed equipment, lack of preventativaintenance, careless or improper operations,atgqgeerror or
decision to keep operating despite knowledge ofcditiyese things.
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PERMIT DEVIATION

Deviations are instances where any permit condionolated and not reported as an
emergency pursuant to section 24 of this permépdring a permit deviation is not an
affirmative defense for action brought for noncoiapte. Any reporting requirements listed in
Table 6 of this Operating Permit shall superceéddalowing deviation reporting requirements,
if applicable.

The Permittee shall report to the Department's dtedjiBureau of Waste Prevention the
following deviations from permit requirements, lejephone or fax, within three (3) days of
discovery of such deviation:

* Unpermitted pollutant releases, excess emissionpaxity exceedances measured directly
by CEMS/COMS, by EPA reference methods or by othedible evidence, which are ten
percent (10%) or more above the emission limit.

» Exceedances of parameter limits established by @perating Permit or other approvals,
where the parameter limit is identified by the pewnapproval as surrogate for an emission
limit.

» Exceedances of permit operational limitations diyemorrelated to excess emissions.

» Failure to capture valid emissions or opacity nanmjg data or to maintain monitoring
equipment as required by statutes, regulations, @perating Permit, or other approvals.

» Failure to perform QA/QC measures as required ly @perating Permit or other approvals
for instruments that directly monitor compliance.

For all other deviations, three (3) day notificatie waived and is satisfied by the documentation
required in the subsequent Semi-Annual Monitoringn8ary and Certification. Instructions

and forms for reporting deviations are found inMessachusetts Department of Environmental
Protection Bureau of Waste Prevention Air Operaegmit Reporting Kit, which is available to
the Permittee via the Department’s web site,
http://www.state.ma.us/dep/bwp/daqc/agforms.hhis report shall include the deviation,
including those attributable to upset conditionsl@fined in the permit, the probable cause of
such deviations, and the corrective actions orgr&tive measures taken.

Deviations that were reported by telephone or fakiw3 days of discovery, said deviations
shall also be submitted in writing via the Opemgtifermit Deviation Report to the regional
Bureau of Waste Prevention within ten (10) daydistovery. For deviations, which do not
require 3-day verbal notification, follow-up repgog requirements are satisfied by the
documentation required in the aforementioned Senmfal Monitoring Summary and
Certification.

OPERATIONAL FLEXIBILITY

The permittee is allowed to make changes at tha#ityaconsistent with 42 U.S.C. §7401,
§502(b)(10) not specifically prohibited by the pérmand in compliance with all applicable
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requirements provided the permittee gives the ER& the Department written notice fifteen
days prior to said change; notification is not iegpl for exempt activities listed at 310 CMR
7.00: Appendix C(5)(i). The notice shall complythwihe requirements stated at 310 CMR 7.00:
Appendix C(7)(a) and will be appended to the fgcdipermit. The permit shield allowed for at
310 CMR 7.00: Appendix C(12) shall not apply tosthehanges.

27. MODIFICATIONS

(&) Administrative Amendments - The permittee magke changes at the facility which are
considered administrative amendments pursuant@QaC34R 7.00: Appendix C(8)(a)l1, provided
they comply with the requirements established 8tGWR 7.00: Appendix C(8)(b).

(b) Minor Modifications - The permittee may makeaoges at the facility which are considered
minor modifications pursuant to 310 CMR 7.00: ApgienC(8)(a)2, provided they comply with
the requirements established at 310 CMR 7.00: AgigeDy(8)(d).

(c) Significant Modifications - The permittee mayake changes at the facility which are
considered significant modifications pursuant t® ¥IMR 7.00: Appendix C(8)(a)3, provided
they comply with the requirements established 8tGWR 7.00: Appendix C(8)(c).

(d) No permit revision shall be required, under @pproved economic incentives program,
marketable permits program, emission trading progaad other similar programs or processes,
for changes that are provided in this operatingnggeA revision to the permit is not required for
increases in emissions that are authorized by aflioes acquired pursuant to the Acid Rain
Program under Title IV of the Act, provided thatcksuncreases do not require an operating
permit revision under any other applicable requaem

APPEAL CONDITIONS FOR OPERATING PERMIT

This permit is an action of the Department. Ifiygwe aggrieved by this action, you may request
an adjudicatory hearing within 21 days of issuasfdéis permit. In addition, any person who
participates in any public participation procespuieed by the Federal Clean Air Act, 42 U.S.C. 840
8502(b)(6) or under 310 CMR 7.00: Appendix C (6xhwespect to the Department's final action on
operating permits governing air emissions, and hdmstanding to sue with respect to the matter
pursuant to federal constitutional law, may ingiah adjudicatory hearing pursuant to Chapter 304,
may obtain judicial review, pursuant to Chapter 36#a final decision therein.

If an adjudicatory hearing is requested, the itgaihust continue to comply with all existing
federal and state applicable requirements to witietacility is currently subject, until a finaldsion is
issued in the case or the appeal is withdrawn.inQuhis period, the application shield shall remiai
effect, and the facility shall not be in violatiohthe Act for operating without a permit.

Under 310 CMR 1.01(6)(b), the request must stat@ly and concisely the facts, which are the
grounds for the request, and the relief soughtdithahally, the request must state why the persitot
consistent with applicable laws and regulationke fearing request along with a valid check payable
The Commonwealth of Massachusetts in the amoum@hundred dollars ($100.00) must be mailed to
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The Commonwealth of Massachusetts, Department afdmmental Protection, P.O. Box 4062, Boston,
MA 02211.

The request will be dismissed if the filing feen@ paid unless the appellant is exempt or granted
a waiver as described below. The filing fee isnequired if the appellant is a city or town (or nuypal
agency) county, or district of the CommonwealtiMaissachusetts, or a municipal housing authority.
The Department may waive the adjudicatory hearninggffee for a person who shows that paying the
fee will create an undue financial hardship. Asperseeking a waiver must file, together with the
hearing request as provided above, an affidauingeforth the facts believed to support the claim
undue financial hardship.
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LEGEND OF ABBREVIATED TERMS IN OPERATING PERMIT *

<-Less Than
< -less than or equal to

> - Greater Than

Ib/hr - Pounds Per Hour

10° BTU/hr - 1,000,000 British Thermal
Units per Hour

AQCR - Air Quality Control Region

ASTM - American Society of Testing
Materials
ABC/TBC — Augmented Backside Cooling/
Thermal Barrier Control

CEM - Continuous Emission Monitor

CFR- Code of Federal Regulation

CMR - Code of Massachusetts Regulations
CO — Carbon Monoxide

EPA - Environmental Protection Agency
EU - Emission Unit
EU# - Emission Unit Number

FMF FAC. NO. - Facility Master File
Number

FMF RO NO. - Facility Master File
Regulated Object Number

FTt/YR — cubic feet per year
GPH - gallons per hour
HAPs — Hazardous Air Pollutants

HC — Hydrocarbons
HHYV - Higher Heating Value
HP — horse power

* Not all abbreviations are present in every OpgagaPermit

MADEP — Massachusetts Department of
Environmental Protection

MMBtu - million Brigh Thermal Units

MMBtu/hr — Million British Thermal
Units Per Hour

NA — not &ipable
NHAmMmMonia
NO. — number
NOx — OxidesNitrogen
% - Percent
PB - Lead

PLT ID — Plaa¢entification

Ib/MMBtu — pound per million British Thermal lis
PM — Particulate Matter
PM,Particulate Matter less than 10 microns in
aerodynamic diameter
PPM —&Ber Million
PPMVD — parts per milliop olume, dry measure
at 15% 02
PS — Pressure Sensitive
PM — particulate matter
PTE — Poiahto Emit
RTO — Regenerative Thém@ddizer
SQ - Sulfur Dioxide

SSEIS — Stationary Source Emission Inventory System

FP/day - Cubic Feet Per Day

TPM — Tons Per Month
TPY — tons paite month rolling total

USC - United States Code
VOC - Volatile OrgarCompounds

ISO - Represent 59°F, 60%tiRelHumidity,
29.92 Inches Mercury Aagevel



